REMOVE FRAME GROUND SURFACE
AND COVER

‘—8” CONC. FILL

XY XY XY

FILL W/SAND
SEE NOTE 6A
/_

SIZE AND CONFIGURATION OF
EXISTING VAULT WILL VARY

WATER MAIN ABANDONMENT SCHEDULE

MAIN SIZE LOCATION
VALVE ABANDONMENT 16” HEMPHILL 30" 30: HPS YARD TO 10TH STREET
AND LARGER HEMPHILL 30" 36 | HPS YARD TO 10TH STREET
- CURRENT STREET| 30" [ HPS YARD TO 10TH STREET

WATER MAIN AND VALVE ABANDONMENT

1. ALL VALVE AND ACCESS VAULTS ON MAINS TO BE ABANDONED ARE TO BE ABANDONED
PER THIS DETAIL.

2. SEE MAIN ABANDONMENT SCHEDULE THIS DETAIL FOR MAINS TO BE ABANDONED.
3. COORDINATE VALVE CLOSURE AND ABANDONMENT W/ENGINEER.

4. VALVES SMALLER THAN 16"

A. REMOVE VALVE BOX TO 3’ MIN. BELOW GROUND SURFACE.
B. FILL HOLE WITH CONCRETE TO GROUND SURFACE IN PAVEMENT.

5. VALVES OUTSIDE OF PAVED AREAS:
A. FOR VALVES SMALLER THAN 16", SEE NOTE 4A.
B. FILL TO WITHIN 12" OF GROUND SURFACE W/SAND.
C. FILL TOP 12" WITH TOPSOIL AND SEED WITH GRASS.

6. TYPICAL VALVE AND VAULT 16" AND LARGER TO BE ABANDONED ARE SHOWN ON THE
DRAWINGS AS FOLLOWS:

i ]
36" GV—/T

A. SOME VALVES IN HEMPHILL PS YARD AREA HAVE ELECTRICAL VALVE OPERATIONS.

DISCONNECT ELECTRICAL CONNECTIONS AT NEAR AND FAR (SOURCE) ENDS. REMOVE
ELECTRIC AND EXTENDED BONNET AND RETURN TO THE DOW. OPERATOR

7. TYPICAL VALVES SMALLER THAN 16" TO BE ABANDONED ARE SHOWN ON THE
DRAWINGS AS FOLLOWS:

6" GV
MJ CAP W/TB

THIS DETAIL WAS TAKEN FROM THE CITY OF ATLANTA’S WEBSITE. IT MAY HAVE BEEN MODIFIED
AND SHOULD BE REVIEWED THOROUGHLY.
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